
Safety
Important: - Before undertaking any work which is within 6.0 metres of 
our underground cable or within 10.0 meters of our overhead lines, you 
must arrange an on site meeting with a manager to discuss method of 
work, type of mechanical excavators and how they will be used when 
working in proximity to our cables, lines and plant. A manager will be 
appointed to you upon acceptance and payment of your job.  Refer to 
Health and Safety Guidance notes HSG47 Avoiding dangers from under 
ground services and GS6 Avoiding danger from overhead power lines.

Proposed point of connection is a tee-
off the existing 11kV overhead line

Approx 950m of 11kV overhead line built 
to site with a  new 800kVA substation 

installed
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Excavations & reinstatements by applicant at no cost to SSEN, 

applicant to provide suitable sand for the blinding of cables where they 

have undertaken excavation works.
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